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Introduction Danfoss KVS valves have been tested with Emerson E2 controllers. This document 
explains the hookup and programming required. Please contact Danfoss technical 
support if you have any questions - 410-931-8716. 

Danfoss KVS valves should be wired as shown. Contact Emerson regarding wire 
requirements and max distance.
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DANFOSS KVS -42

24 VAC Class 2

The E2 must be programmed for the step rate and max steps. Step rate should be 
150 steps per second and max steps should be 3810.

 
Please refer to www.danfoss.us/foodretail for more information on the Danfoss 
KVS valve.

 

Wiring instructions

Programming instructions
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